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REV NO 
 

R0 

 
CONTRACT NO: 

02F-1815-01 
00F-1837-2 
00F-1660-2 
KAT PROJ#: 

C7031.30 

 
PACKAGE TITLE AND DATE 

Dump Buildings CFC 
Dated August 3, 2001 
 
Target Utilities CFC  
Dated January 18, 2002 

SPEC NO: 
None 
 

 
SECTION: 
 
 

 

 
REASON FOR CHANGE:   Requested revisions by client.  Decay tank revisions.  
   
OTHER DOCUMENTS AFFECTED BY THIS CHANGE:   None 
  
DESCRIPTION OF CHANGE:  (Provide written description and/or sketch as req’d) 
 

SKETCHES 
New Sketches Issued: 
     S-SK-009-5A  Foundation Section 
     S-SK-010-5A  Foundation Section 
     S-SK-011-5A  Building Section 
     S-SK-004-5A  Column Base Plate Schedule  
 
DRAWING REVISIONS 

• Modified Drain Location on HOG Decay Tank and Decay Tank Dimensions 
• Dimensional updates to background files and existing piping 
• Identified Piping to be installed by Interface Piping Contractor 

 
The following Contractors are impacted by this change: 

• Concrete Wall and Substructures Contractor (A) 
• Conventional Facilities Piping Contractor (B) 
• Interface Piping Contractor (C) – NOT YET UNDER CONTRACT 
• Target Utilities Piping Contractor (D) – NOT YET UNCER CONTRACT 

 
Dump Building Drawings revised per this DCN and Contractors Impacted: 

• H2.03.52 – Decay Tank Dimensions and Drain Routing Details – B 
• H2.04.52 – Penetration Details for Decay Tank Drain and Cooling Water Lines – B, C, A  
• H5.10.38 -  Decay Tank Baffle Details, BDCE Exit Line Routing and Tubing Embed Details – A, B 
• H5.10.39 – Dimensional updates to existing piping & Decay Tank Drain Line Elevation updates -C 
• H5.10.40 – Drain Tank Installation Details, Dimensional Updates, Utility Water Clarifications - B 
• H5.10.41 – Detail of Interface Piping Contractor work scope, Added notes for clarification - C 
• P2.03.52 – Updated Helium penetration information – C 
• P5.20.36 – Dimensional updates to existing penetrations and lines - D 
 

Target Utilities Drawings Revised per this DCN: 
• J8E8700A500 – Misc updates with new decay tank dimensions and beam exhaust line – B 
• J8E8700A501 – Misc updates with new decay tank dimensions and beam exhaust line - D 
• J8E8700H500 – Misc updates with new background and penetration information - D 
• J8E8700H501 – Misc updates with new background and penetration information - D 
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